
1/2" MAX.

METAL ROOF DECK OR CONCRETE
OVER METAL FLOOR DECK PER PLAN.
SEE STEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTES FOR
ADDITIONAL.
INFO.

STEEL BEAM PER PLAN

SIMPSON SCB45.5 AT EACH STUD. SEE 'TYPICAL
STUD CONNECTION' BELOW FOR ADDITIONAL
INFORMAITON.

NESTED STEEL JAMB STUDS PER TYPICAL
BEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALL
FRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAIL.

1'�0" LONG x 14 GAUGE STEEL TRACK
BLOCK TO MATCH STUD WIDTH AND DEPTH
EACH SIDE OF JAMB STUD.  PROVIDE (6) #10
SCREWS FROM FLANGE TO FLANGE.

TYPICAL STUD CONNECTION

JAMB STUD CONNECTION

NOTES:
1. THIS DETAIL APPLIES FOR EXTERIOR

JAMB STUDS AT OPENINGS GREATER
THAN 8'�0" WIDE.

2. DEPICTION ABOVE IS FOR
CONCRETE OVER STEEL DECK.
DETAIL APPLIES AT SIMILAR
CONDITION WHERE CONCRETE SLAB
OCCURS.

1/2" MIN. GAP
1 1/2" MAX.

STEEL STUDS PER PLAN

METAL ROOF DECK OR CONCRETE
OVER METAL FLOOR DECK PER PLAN.
SEE STEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTES FOR
ADDITIONAL.
INFO.

1/8 2�12

ANGLE TO STL. AS
REQUIRED. @ METAL
ROOF DECK

3/16" THICK STRUCTURAL ANGLE W/ 3"
MIN. VERTICAL LEG @ ROOF METAL DECK
CONDITION.  (AT CONCRETE OVER METAL
DECK CONDITIONS INCREASE TYPICAL
CLOSURE STRIPCLOSURE STRIPCLOSURE STRIPCLOSURE STRIP TO 3/16" THICK STEEL.)

STEEL BEAM PER PLAN

SIMPSON SCB45.5 AT EACH STUD. PROVIDE
(3) #14 SHOULDERED SCREWS (OR EQUAL) @
STUD CONNECTION.  PROVIDE (3) #12 TEK
SCREWS @ 3/16" METAL ROOF DECK ANGLE
OR WELDING AS SHOWN WHERE CONCRETE
OVER METAL DECK OCCURS.

..

1/8 2

ONLY REQUIRED AT
CONCRETE OVER
METAL DECK

.

1/2" MIN. GAP
1 1/2" MAX.

STEEL STUDS PER PLAN

METAL ROOF DECK OR CONCRETE
OVER METAL FLOOR DECK PER PLAN.
SEE STEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTESSTEEL DECK NOTES FOR
ADDITIONAL.
INFO.

1/8 2�12

ANGLE TO STL. AS
REQUIRED. @ METAL
ROOF DECK

3/16" THICK STRUCTURAL ANGLE W/ 4" MIN.
VERTICAL LEG @ ROOF METAL DECK CONDITION.
(AT CONCRETE OVER METAL DECK CONDITIONS
INCREASE TYPICAL CLOSURE STRIPCLOSURE STRIPCLOSURE STRIPCLOSURE STRIP TO 3/16" THICK
STEEL.)

STEEL BEAM PER PLAN

SIMPSON FCB45.5 AT EACH STUD. PROVIDE (4) #14
SHOULDERED SCREWS (OR EQUAL) @ STUD
CONNECTION.  PROVIDE (3) #12 TEK SCREWS @ 3/16"
METAL ROOF DECK ANGLE OR WELDING AS SHOWN
WHERE CONCRETE OVER METAL DECK OCCURS.

..

1/8 2

ONLY REQUIRED AT
CONCRETE OVER
METAL DECK

.

NESTED STEEL JAMB STUDS PER TYPICAL
BEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALL
FRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAIL.

CONCRETE OVER STEEL DECK OR
CONCRETE SLAB PER PLAN.

STEEL BEAM PER PLAN WHERE OCCURS

L3x3x12GA.x0'�6" BENT PLATE W/ (8) #
10�16 SELF DRILLING SCREWS TO STUD
BLOCK AND (1) 1/2"Ø SIMPSON TITEN
HD TO CONCRETE CENTERED ON CLIP.

1'�0" LONG x 14 GAUGE STEEL TRACK
BLOCK TO MATCH STUD WIDTH AND DEPTH
EACH SIDE OF JAMB STUD.  PROVIDE (6) #10
SCREWS FROM FLANGE TO FLANGE.

SEE TYPICAL CLOSURE STRIPS FORCLOSURE STRIPS FORCLOSURE STRIPS FORCLOSURE STRIPS FOR
CONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECK DETAIL
FOR ADDITIONAL INFORMATION

STEEL TRACK PER TYPICAL BEARING ANDBEARING ANDBEARING ANDBEARING AND
EXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGS
DETAILDETAILDETAILDETAIL.

NOTES:
1. THIS DETAIL APPLIES FOR EXTERIOR

JAMB STUDS AT OPENINGS GREATER
THAN 8'�0" WIDE.

2. DEPICTION ABOVE IS FOR CONCRETE
OVER STEEL DECK.  DETAIL APPLIES
AT SIMILAR CONDITION WHERE
CONCRETE SLAB OCCURS.

SIMPSON SCW5.5 HEAD OF WALL SIDE
CLIP CONNECTOR AT EACH STUD W/ (3) #
14 SHOULDERED SCREWS TO STUD
BLOCK AND (4) #12�14 SELF DRILLING
SCREWS TO UNDERSIDE OF BEAM
FLANGE DECK WHERE OCCURS.

DO NOT FASTEN
JAMB STUD TO

TRACK FLANGES

NESTED STEEL JAMB STUDS PER TYPICAL
BEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALLBEARING AND EXTERIOR WALL
FRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAILFRAMING AT OPENINGS DETAIL.

CONCRETE OVER STEEL DECK OR
CONCRETE SLAB PER PLAN.

STEEL BEAM PER PLAN WHERE OCCURS

L3x3x12GA.x0'�6" BENT PLATE W/ (8) #
10�16 SELF DRILLING SCREWS TO STUD
BLOCK AND (1) 1/2"Ø SIMPSON TITEN
HD TO CONCRETE CENTERED ON CLIP.

1'�0" LONG x 14 GAUGE STEEL TRACK
BLOCK TO MATCH STUD WIDTH AND DEPTH
EACH SIDE OF JAMB STUD.  PROVIDE (6) #10
SCREWS FROM FLANGE TO FLANGE.

SEE TYPICAL CLOSURE STRIPS FORCLOSURE STRIPS FORCLOSURE STRIPS FORCLOSURE STRIPS FOR
CONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECKCONCRETE OVER STEEL DECK
DETAIL FOR ADDITIONAL
INFORMATION.  STEEL TRACK BELOW.

STEEL TRACK PER TYPICAL BEARING ANDBEARING ANDBEARING ANDBEARING AND
EXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGSEXTERIOR WALL FRAMING AT OPENINGS
DETAILDETAILDETAILDETAIL.

NOTES:
1. THIS DETAIL APPLIES FOR EXTERIOR

JAMB STUDS AT OPENINGS GREATER
THAN 8'�0" WIDE.

2. DEPICTION ABOVE IS FOR CONCRETE
OVER STEEL DECK.  DETAIL APPLIES
AT SIMILAR CONDITION WHERE
CONCRETE SLAB OCCURS.

SIMPSON SCW5.5 HEAD OF WALL SIDE
CLIP CONNECTOR AT EACH STUD W/ (3)
#14 SHOULDERED SCREWS TO STUD
BLOCK AND (4) #12�14 SELF DRILLING
SCREWS TO HORIZONTAL TRACK.

DO NOT FASTEN
JAMB STUD TO

TRACK FLANGES

14 GA. CONT. PLATE x (3) FLUTES WIDE
W/ #10 SCREWS @12" O.C. CENTERED
ON EACH FLUTE TYP.

#(2)10 SCREWS @ 8" O.C. STGR.

METAL DECK PER PLAN.
(CONC. FILL AS OCCURS)

SLIP TRACK. SEE SLIP TRACKSLIP TRACKSLIP TRACKSLIP TRACK
DETAILDETAILDETAILDETAIL FOR ADDL. INFO.

STEEL STUDS PER PLAN

#10 SCREWS CENTERED ON
EACH FLUTE AND STGR.,
TYP.

PARALLEL TO DECK

PERPENDICULAR TO DECK

METAL DECK PER
PLAN. (CONC. FILL AS
OCCURS.)

SLIP TRACK. SEE SLIPSLIPSLIPSLIP
TRACK DETAILTRACK DETAILTRACK DETAILTRACK DETAIL FOR
ADDL. INFO.

STEEL STUDS PER PLAN

NOTENOTENOTENOTE: INSTALL ALL STUDS ONLY AFTER MAJOR DEAD LOADS
FROM FLOOR AND/OR ROOF ABOVE HAVE BEEN APPLIED,
SUCH AS CONCRETE FILL AND ROOFING MATERIAL.

AT CONC. FILL USE SHOT PINS @
16" O.C. INSTEAD OF SCREWS.
SEE SHOT PIN NOTES FOR
ADDL. INFO.

AT CONC. FILL USE SHOT PINS
INSTEAD OF SCREWS AND
FASTEN TO EVERY OTHER FLUTE
AND STGR.  SEE SHOT PIN
NOTES FOR ADDL. INFO.

BENT PLATE �14 GA. x 6" WIDE
@ 4'�0"O.C. W/ (3) #10 SMS 6"
FROM ENDS AND EA END

BENT PLATE � 14 GA. x 6" WIDE
@ 4'�0"O.C. W/ (3) #10 SMS 6"
FROM ENDS AND EA END
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Structural Engineers Civil Engineers

www.BrooksRansom.com

7415 N. Palm Ave., Suite 100
Fresno, California 93711
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T 559 322 2444/ www.hmcarchitects.com

1827 E. Fir Avenue / Studio 103 / Fresno, CA 93720

th
re

e
  
 i
n
c
h
e
s
  
 =

  
 o

n
e
  
 f
o
o
t

o
n
e
  
 a

n
d
  
 o

n
e
  
 h

a
lf
  
 i
n
c
h
e
s
  
 =

  
 o

n
e
  
 f
o
o
t

A

B

6
"

0
1

0
6
"

2
0

6
"

o
n
e
  
 i
n
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

C

D

E

F

th
re

e
  
 q

u
a
rt

e
rs

  
 i
n
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

o
n
e
  
 h

a
lf
  
 i
n
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

th
re

e
  
 e

ig
h
th

s
  
 i
n
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

o
n
e
  
 q

u
a
rt

e
r 

in
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

o
n
e
  
 e

ig
h
th

  
 i
n
c
h
  
 =

  
 o

n
e
  
 f
o
o
t

2
0

6
"

4
0

4
0

8
4

0
1
6

8
4

0

1 2 3 4 5 6 7 8 9

1 2 3 4 5 6 7 8 9

A

B

C

D

E

F

CONSULTANTS: ARCHITECT/ENGINEERS:
Drawing Title

Approved: Project Director

Project Title Project Number

Building Number

Drawing Number

Dwg.           of     ���

Office of
Construction
and Facilities
Management:Location

Date Checked Drawn

37

HMC PROJECT #1393002�000

���
11008.02

SS109

TYPICAL LIGHT GAUGE NOTES AND
DETAILS

570�217

2615 E. CLINTON AVE, FRESNO, CA 93703

Mental Health Psychosocial
Rehab Recovery and Health Care
for Homeless Veteran Center

08/11/2014 AuthorChecker

NOT TO SCALESS109

D8 SIMPSON SIDE�CLIP CURTAIN WALL CONNECTION

NOT TO SCALESS109

F8 SMIPSON FIXED�CLIP CONNECTOR

NOT TO SCALESS109

B6 JAMB STUD TO BEAM FLANGE CONNECTION

NOT TO SCALESS109

D6 JAMB STUD TO STEEL DECK CONNECTION

NOT TO SCALE

NOT USEDF6
NOT TO SCALE

NOT USEDF4
NOT TO SCALE

NOT USEDF2
NOT TO SCALE

NOT USEDF1

NOT TO SCALE

NOT USEDD1
NOT TO SCALE

NOT USEDD2
NOT TO SCALE

NOT USEDD4

NOT TO SCALE

NOT USEDB1
NOT TO SCALESS109

B2 NON�BEARING METAL STUD WALL AT MTL. DECK
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